ABSTRACT: Natural wind hazard damages have been dramatic in recent years, incurring losses of life and property around the world. Wind-induced failure is one of the major contributors to insurance claims, and it is rising. To address these growing concerns, RICOWI ͑Roofing Industry Committee on Weather Issues͒ started a Wind Investigation Program ͑WIP͒ to investigate the field performance of roofing assemblies after major windstorm events and to factually describe roof assembly performance and modes of damage. As part of this program, Hurricane Charley, which hit Punta Gorda, FL, with winds exceeding 140 mph ͑63 m/s͒, was investigated. This paper mainly focuses on the field performance of the low-sloped roofs with three important parameters that were found critical in the failure of the roofing systems, namely, • Effect of corner wind suction, • Effect of parapet, • Effect of internal pressure. For each scenario, first scientific documentation was presented, and then how the field observation reflects the fundamental principles were discussed. Based on this exercise, correlations are developed for roof wind design. In addition, wind design data from the North American codes of practice are also calculated and compared to show the impact of science and field observation on durable roof design. With these illustrations, this paper offers recommendations to advance the roof system design for hurricane-prone regions.
Introduction
Natural wind hazards such as typhoons and hurricanes have been dramatic in recent years, incurring losses of life and property damages. Figure 1 shows the trend of the damage amounts of the most costly hurricanes in the United States. As shown in Fig. 1 ͓1͔, the years 2004 and 2005 can be considered as the worst hurricane disaster years incurring total losses of 45 and 115 billion U.S. dollars respectively ͑not adjusted for inflation͒. Of these, Hurricane Charley, in the year 2004 was a Category 4 event ͑Categories range from 1-5 with 5 having the highest wind speeds and severe damage expected͒ incurring losses of 15 billion U.S. dollars across the areas of Florida and South Carolina. In contrast to Hurricane Katrina, where the damages were a combination of water and wind-induced failures, nearly all damages from Hurricane Charley were wind-induced failure. Wind-induced failure is one of the major contributors to insurance claims, and it is rising. Therefore, understanding how to prevent wind damages by establishing engineering standards or standard practices will allow designers to design roofs that can sustain high winds.
Hurricanes Hugo and Andrew created awareness of roof failures. There was also concern that the truth of the causes of failures, and the types of products that failed was distorted ͓2,3͔. Following these storm events, two workshops were devoted to identify and discuss roof wind uplift issues and solutions ͓4͔. One of the outcomes of these workshops resulted in the establishment of the Roofing Industry Committee on Weather Issues ͑RICOWI͒. An additional outcome was the formulation of the "Special Interest Group for Dynamic Evaluation of Roofing Assemblies" ͑SIGDERS͒, a North American roofing consortium.
RICOWI is made up of 15 sponsors representing the major roofing associations and 42 affiliates representing general interested parties. RICOWI started a Wind Investigation Program ͑WIP͒ with a mission:
1. To investigate the field performance of roofing assemblies after major wind storm events; 2. To factually describe roof assembly performance and modes of damage; and 3. To formally report the results for substantiated wind speeds. Keys to the RICOWI investigations are that investigation teams are balanced, unbiased, and trained in wind damage assessment. The teams typically are made up of a manufacturer, a roofing consultant, university or insurance organization personnel, and a manufacturer from another part of the roofing industry. Initial training for the investigation teams occurred at Oak Ridge National Lab ͑ORNL͒ in 1996 ͓4͔. Training focused on how winds interact with the built environment, how to detect wind damage, wind direction, and causes of the damage. Badges were issued to each member of the team that attended the training seminar. Attendance was mandatory for the issue of badges ͑official U.S. Department of Energy badges͒ which members used for identification purposes during the wind investigation.
In the year 2004, Hurricane Charley, with winds exceeding 140 mph ͑63-m / s͒ made landfall with a direct hit on Punta Gorda, FL. WIP deployment criteria is 95 mph ͑43-m / s͒ sustained winds. Based on this, field investigation started after it was determined that the storm had the appropriate wind and sufficient roof damage. A small scouting team that reported back to RICOWI headquarters made this effort. Within the first week after the storm, the teams were called out and assembled, and arriving on site the teams were updated on the storm's extent and other issues such as safety and communication measures.
All inspections documented the investigations using standard forms, and the failure modes were photographed. At the end of each day of investigation reports were completed and were provided to the administrator, and also a feedback session occurred so that the teams could follow up on interesting leads. Although teams typically worked from the highest wind-damaged areas to the less wind-damaged areas, there was no attempt to get randomized data. Towards the end of the investigation report the writers that were members of the investigation teams developed a final report from the data ͓5͔. This paper mainly focuses on the field performance of the low-sloped roofs as discovered in the investigations after Charley.
The objective of this paper is not to present several photographs and information related to specific roof configurations. Rather, efforts were made to scrutinize all these photographs and field observations towards developing a relationship with the existing science in the wind and roofing field. In doing so, and to respect the page limitation of the paper, only three important parameters that were found critical in the failure of the roofing systems are selected, namely, 1. Effect of corner wind suction 2. Effect of parapet 3. Effect of Internal pressure For each scenario, first scientific documentation was presented, and then how the field observation reflects the fundamental principles are discussed. Based on this exercise, correlations are developed for roof wind design. In addition, wind design data from the North American codes of practice are also calculated and compared to show the impact of science and field observation on durable roof design. With these illustrations, this paper offers recommendations to advance the roof system design for hurricane-prone regions.
Correlation of Field Failure Obseravtions with the Existing Knowledge

Effect of Corner Wind Suction
Wind flow around buildings creates both negative and positive fluctuations over a roofing system. The negative pressure is created by the flow separation on the windward side of the roof, while the positive pressure is created by the internal pressure in the building. The internal positive pressure is dependent on the location of dominant openings in the building and it is generated by the wind flow into the building and the temperature difference across the envelope. These pressures are dynamic and can be separated into static and fluctuating components. The static component is simply the mean pressure. The transient component occurs as a random process and its dominant frequencies depend on the frequency of the upstream wind and the geometry of the building. Thus the wind effect on roofing and its response is dynamic.
As mentioned before, wind pressure distribution varies spatially over a roof and it can have high suction at the corner and perimeter, due to vortex flow and separations. This science is clearly displayed in Fig. 2 , which represents pressure variation on a building roof taken from a wind tunnel study at National Research Council of Canada ͑NRC͒ ͓6͔. The wind tunnel tests were carried out in the 30-ft by 30-ft ͑9-m by 9-m͒ NRC wind tunnel. These tests used full-scale roofing components 10-ft by 10-ft ͑3 by 3-m in size͒ having different heights. For wind directions perpendicular to a building face ͑normal wind͒ and at 45 degrees to a face ͑oblique wind͒ measurements were made in smooth wind and turbulent wind conditions for five wind speeds, ranging from 30 to 60 mph ͑13.4-m / s to 26.8-m / s͒. As shown in Fig. 2 , a PVC ͑polyvinyl chloride͒ roofing system was tested with 81 pressure taps fitted on the single-ply membrane to measure the unsteady pressure loads on the roof ͓6͔. In total, 30 configurations were tested in this wind tunnel study. Wind-induced corner suctions are evident from Fig. 2 with maximum measured mean pressure coefficient ͑Cp͒ of 1.8 on corners. Pressure coefficients ͑Cp͒ are the nondimensional ratios of windinduced pressures on a building to the dynamic pressure ͑velocity pressure͒ of the wind at the reference height, which is the roof eave height. Figure 3 shows the failure investigation of a school roof in which the above-discussed scientific data have been correlated to the field observation. All the photographs shown in Fig. 3 are taken from the top of the roof under investigation. P1 shows the
Case Study 1: Failure Investigation of a School Roof-
FIG. 2-Wind tunnel model and wind-induced pressure distribution over a roof assembly [6].
prevailing windward exposure condition. According to the American codes standards of practice ͓7͔, this can be classified as Exposure C where as the Canadian building code ͓8͔ classifies it as open country exposure. Even though there is variation in the terminologies, both of them define that "open terrain with scattered obstruction having flat open country, grasslands and water surface as the criteria for this exposure condition."
The building under investigation was a 40-ft ͑12-m͒ high concrete-walled gymnasium. It is part of a school used as a shelter during Hurricane Charley, although it was not designated as a shelter. The building is of substantial construction with concrete walls and a lightweight concrete deck. There was only one exterior fire escape door that led to the outside. It was reported as closed during the storm. Primary access was through the corridors of the adjacent building. The entire complex with several roof areas totaled more than 140 000-ft 2 ͑13 000-m 2 ͒. The damaged roof area section was about 40 000-ft 2 ͑3700-m 2 ͒ and had a stone surface four-ply BUR ͑built-up roofing͒. The membrane was attached to a lightweight concrete deck mechanical fastener. A large section of the gymnasium roof ͑over 40 % of the membrane͒ blew off during the storm when about 400 people were inside. This released a large volume of water that spread across most of the school complex. Other than some limited edge metal damage, there was no damage to about 100 000-ft 2 ͑9300-m 2 ͒ of roof on adjacent parts of the structure. These sections were all BUR membrane roofs appearing to be of the same construction as the sections that were blown off.
The gymnasium roof structure did not appear to fail because of pressurization below the deck; the cause appears to have been purely suction force. The school roof was the highest point in several miles, so it took the brunt of the hurricane's force. The low 2-ft ͑0.7-m͒ parapet in the upwind corner did not help to reduce the maximum uplift ͑also refer to discussion of Figs. 4 and 5͒. The roof failure pattern was typical of the uplift forces that would be present in a cornering wind with an L-shaped area. As temporary repairs had been made, it was not possible to determine the sequence of failure. It is interesting to correlate the failure shape with the wind pressure distribution diagram of Fig. 2 where the roof corner experiences high suction. This was the similar phenomenon in the case of the school roof, where those high suction pressures on the corner of the roof caused the failure of the roof.
Effect of Parapet
Most low-sloped roofs have a parapet. It is the low wall built along one side of, or, all around the perimeter of a low-sloped roof, where it may modify the wind flow over the roof so that the pressure on it is more uniformly distributed. It also provides a measure of safety in that no objects ͑gravel, for example͒ are so easily blown into the street below. Parapets have been of research interest from the early 1970s and several
FIG. 3-Roof assembly failure due to high suctions caused by cornering wind (not to scale).
wind studies are being carried out to quantify the influence of a parapet on roof wind loads ͓9-14͔. Figure  4 shows a typical wind flow over roofs with parapet. According to , increased parapet height generally resulted in more favorable pressure distributions. That is, maximum suctions were reduced and suction peaks were broadened so that pressures are less nonuniform and monotonic, there was no "worst" nonzero parapet height. Parapets are also effective in preventing stone blow-off from the buildings having ballasted roof systems. However, limitations do exist regarding the effectiveness of the parapet height in providing resistance to the phenomenon of stone blow-off ͓15,20͔. Field observation on a gravel roof with a low parapet confirms these scientific theories ͑Fig. 5͒. 
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Building standards and codes only recently provided guidelines in the context of parapet effects on wind-induced suction pressures on low-sloped roofs. The effect of perimetric parapets on pressure coefficients differs from one region of a roof to another:
• Generally the mean pressure coefficients at the field region of the roof have minimum effect by parapets. Therefore, one may assume wind loads for field regions of roofs are the same regardless of the existence of a parapet.
• At the edge regions, parapets decrease the peak pressure coefficients. A low parapet, i.e., a parapet less than 3-ft ͑1-m͒ high, reduces these pressure coefficients by up to 10 % for tall ͓60-ft ͑20-m͒ or higher͔ buildings, and by up to 30 % for low ͓less than 60-ft ͑20-m͒ high͔ buildings. A high parapet reduces the peak pressure coefficients by up to 20 % for tall buildings, and by up to 15 % for low buildings. Overall, for the edge region, parapets are beneficial in reducing the suctions irrespective of the building and parapet heights.
• At corner regions ͑Fig. 6͒, low parapets tend to increase both the mean and peak pressure coefficients. In fact, with winds approaching a roof obliquely ͑at 45°͒, 1 to 1.2-ft ͑0.3 to 0.4-m͒ high parapets can roughly double the pressure coefficients at the corner regions of a roof of both low and tall buildings. Parapets of 3-ft ͑1-m͒ or higher, however, reduce the pressure coefficients of roof corners of tall buildings significantly, but only marginally on low buildings. Based on the wind tunnel measurements, building codes recommend reduction in roof wind uplift design loads for tall buildings. Refer to Figs. I-9, I-15 and Figs. 6.11 and 6.17, respectively in the NBCC ͓8͔ and ASCE 7 ͓7͔. Figure 7 shows the beneficial effect of a parapet on the wind uplift resistance of a roof assembly. The investigated building was a six-story condominium building, stucco wall construction with a poured concrete roof deck. Granule surface BUR system was over mopped-in-place with perlite insulation. Roof was approximately 37 000 ft 2 ͑3400 m 2 ͒. The perimetric parapets were designed well and the field measurements indicated they are about 5-ft ͑1.5-m͒ high. Parapet corners are also well designed and capped with a single piece of metal coping. Wind-related damages were limited to approximately 5 % of the wall/parapet cap and the underside of the soffit. No damages were observed to the roof. As shown in the photograph of Fig. 7 , the building is relatively new and exposed to waterfront exposure ͑"Exposure C"-ASCE 7 ͓7͔, "Open terrain"-NBCC ͓8͔͒. This exposure condition is considered to be the most severe exposure condition. As illustrated in Fig.  6 , due to high perimetric parapet configuration, the wind suctions on the rooftop of the condominium might have reduced, which possibly could have caused fewer damages to the roof assembly. Also there were many individual HVAC units that were mounted on the condominium rooftop stands and all of these were in excellent condition. No movement was apparent for any of the HVAC units. However, the surrounding buildings in the neighborhood of this condominium, which had no parapets, experienced severe damages. One such building with gravel blow-off from the roof is also shown in Fig. 7 . This gravel blow-off exposed the membrane to the ultraviolet radiation which may eventually reduce the durability of the roof assembly. Note that the parapet is not the only important factor for the roof assembly to sustain hurricane force uplift. Parapets with sufficient height can influence in reducing the wind-induced loads. It is equally important that other good roofing practices such as attachment of the assembly ͑i.e., adhesion, cohesion, mechanical attachment, air barrier, etc.͒ should be adequate to sustain whatever uplift forces it experiences. Failure to do so can blow off the roof whether a sufficient height parapet is present or not. Figure 8 presents a success story of a commercial building roof assembly, which might have survived due to the high parapet. Roof area was approximately 5 000 ft 2 ͑460 m 2 ͒ with a 5.5-ft ͑1.8-m͒ parapet on the storefront side, a 4.5-ft ͑1.5-m͒ shared wall on one side, a 3-ft ͑1-m͒ parapet on the third side, and a gutter edge along the rear side. Granule surface modified bituminous membrane was installed directly over mechanically attached insulation, which had metal deck as the substrate. No damages were noticed on the roof assembly. However, contrary to Case Study 2, there were several blow-offs of HVAC ͑heating ventilation and air conditioning͒ panels. More severely, some of the air-handling units lifted from their base due to the lack of proper attachment. It has also been observed that these units moved in distance from the base as far as the electric wiring allowed. These blow-offs and flip-flop movements caused punctures of the roof membrane and resulted in the failure of the waterproofing capacity of the roof assembly.
Case Study 2: Success Story of Condominium Building-
Case Study 3: Success Story of Commercial Building-
Recommendation from Field to Practice
Corner wind can cause high wind suction and the use of a high parapet can mitigate those high suctions. Wind flow aerodynamics over a roof area has been modified based on the presence of a parapet and its height. These modifications affect the wind-induced suctions on the roof assembly. Measured data show that high parapets on a tall building show a beneficial effect in suction reduction. Therefore, in hurricaneprone regions use of parapets over 3-ft ͑1-m͒ high are recommended. (NBCC [8] and ASCE [7] ) to measured data [9] regarding pressure coefficients on roof corners with parapet.
FIG. 6-Relationship of code specifications
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Effect of Internal Pressure
Design wind pressure on a roof is the algebraic sum of the external pressure and internal pressure across the roof assembly. It can be presented as follows:.
C e C gi C pi and GC i are the internal pressure components, respectively, according to NBCC ͓8͔ and ASCE ͓7͔. The magnitudes of these internal coefficients depend on the distribution of the openings and air leakage paths in the building envelope. Due to the uncertainties of the size and distribution of openings in the building, the internal pressure coefficients can have a wide range as given below: NBCC: Openings Category 
JOURNAL OF ASTM INTERNATIONAL
Examples of Wind Load Calculation With/Without
Internal Pressure-Two buildings of height 30-ft ͑10-m͒ and 70-ft ͑21-m͒ are located in a hurricane-prone region having a wind speed of 150 mph ͑67-m / s͒. These buildings have an importance category II and exposure conditions of C. With the assumption of building "enclosed" before a storm and building becomes "partially enclosed" during the storm, Table 1 illustrates the variation of design pressures using ASCE 7 ͓7͔. Similar calculations are performed using NBCC ͓8͔ for the same building located in the high wind region of Newfoundland and the results are also presented in Table 1 .
With the assumption that the 30-ft ͑10-m͒ low-rise building was designed and constructed as an enclosed building, the design pressures as per ASCE 7 ͓7͔ indicated in Table 1 walls and damages to the windows, making the building partially enclosed. The design pressures for the roof covering will be increased as illustrated in Table 1 as 88, 133, 189 lbf/ ft 2 ͑4.2, 6.4, 9 kPa͒ for the field, edge, and corner, respectively. The transition from enclosed to partially enclosed has resulted in an increase of design pressure by 21 lbf/ ft 2 ͑1 kPa͒ for the three zones of the roof. A similar trend was also observed in the design pressures of the low-rise building calculated using NBCC ͓8͔. This increase in the design pressure indicates that for the buildings located in the hurricane-prone regions or high-wind regions, the roof design should account for these high probability situations that could occur from the severity of the storm. It should be noted that this 21 lbf/ ft 2 ͑1 kPa͒ increase is only on the design pressures and not on the required resistance of the roof assembly. In order to obtain the required resistance, the design pressures are to be multiplied by appropriate safety factors. Systems tested under dynamic testing can use a value of 1.5 as a safety factor ͑CSA ͓21͔͒ whereas statically tested systems can use a safety factor of 2.0 or higher. In other words, for this particular low-rise building, the roof covering should be designed as a partially enclosed building with design pressures of 88, 133, 189 lbf/ ft 2 ͑4.2, 6.4, 9 kPa͒ for the field, edge, and corner, respectively, and the required resistance should be 176, 266, and 378 lbf/ ft 2 ͑8.4, 12.7, 18 kPa͒, respectively. The following case study will clearly illustrate how the transition from an enclosed building to a partially enclosed during Hurricane Charley led to failure of the roof and it signifies the pivotal role of internal pressure on the roof covering design.
Case Study 4: Failure Investigation of a Multi-Occupancy Building-As shown in Fig. 9 , the failed FIG. 9-(a-e) Roofing assembly failure due to sudden build-up in the internal pressure.
roof assembly belongs to a multi-occupancy building. The building is comprised of two sections, the section on the right was an old construction on which the roof survived. An addition to this section on the left was a relatively new construction on which the roof assembly completely failed. The walls of this new addition were constructed of EIFS ͑Exterior Insulation and Finish System͒. Field failure observation indicated poor integration of wall/window interface. In other words, windows were just plastered without any anchorage to the structural support to the walls as part of the whole building envelope system. As a result, the blowing wind on the windward side, as shown in Fig. 9 , ripped apart the windows from the EIFS, surged inside the building and increased the internal pressure, which ultimately lifted the entire roof assembly. In contrast, the old construction was of brick cladding and the windows were properly integrated with the building envelope, and as shown in Fig. 9 , it was devoid of any damage. This case study is a good illustration of the scientific phenomenon of internal pressure build-up and the severity of the damage it can cause to the roof assembly.
Recommendation from Field to Practice
Internal pressure build-up can increase the roof failure probability. Probabilities of window cladding failures are high in hurricane-prone regions and such failures can significantly increase the internal pressure that can lead to roof uplift failures. It is recommended that the designer should allow provisions to account for such failures during the design and the selection of the roofing system. This can be achieved by classifying the building as Category 3 as per NBCC ͓8͔ or partially enclosed building as per ASCE 7 ͓7͔.
Need for Engineered Edge Design
Perimeters and corners of low-sloped roofs have been recognized as the most vulnerable areas of the roof. The high uplift found in these areas has been factored into the model national buildings codes, and resisting these loads has been a requirement of the codes for many years. Failure, however, continues to occur at these vulnerable parts of buildings because both design and installation practices are inadequate. The negative forces at the perimeter must be resisted by adequate mechanical attachment or bonding of the roofing membrane to the substrate and deck. Many designs allow pressurization of the underside of the roofing system, which significantly adds to the loads that must be resisted. The load to be resisted is dynamic and most tests used to evaluate roofing systems are static, or quasistatic. Tests also focus on the vertical force of uplift, but the forces, once they break the initial bond or mechanical attachment become peel forces that are not measured in current testing. In current testing the first mechanical failure ͑screw withdrawal͒ or separation of the membrane stops the test. In nature roofs survived with small amounts of initial failure if the peel forces were resisted. If the peel forces are resisted catastrophic damage is less likely.
Prior to 2004 there were no code requirements for roof edge attachment. This has been corrected with the addition of ANSI/SPRI/ES-1 ͓22͔ Edge Design Standard For Low-Sloped Roofs as a code requirement in the International Building Code. This illustrates the point, however, that building codes prefer to reference consensus standards as the basis for design and installation requirements. This is where ASTM ͑American Society for Testing and Materials͒ and other standards developers must be working to understand the problems and develop tests and standard practices that provide more pertinent data and functional systems.
Conclusions
This paper presented the relationship between field observations during Hurricane Charley and the existing science in the wind engineering and roofing field. This has been discussed for three important parameters that were found critical in the failure of the roofing systems, namely,
• Effect of corner wind suction • Effect of parapet • Effect of internal pressure In each of these scenarios, first, scientific documentation was presented, and then how the field observation reflects the fundamental principles was discussed. Wind design data from the North American codes of practice are also calculated and presented to show the impact of science and field observation on durable roof design.
